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Originally I promised to talk about the innovations in airport lighting.  As I thought about 
all the improvements in the last few years, I realized that this was a greater task then I 
originally thought.  We have moved from the PAR 56 Lamp to the small MR16, gone 
from incandescent to quarts, and are using HID, fiber optics and LEDs. We have changed 
the optics of our fixture and reduced the height of the in-pavement fixture from 1 inch to 
¼ inch to completely flush based on the improvements in light sources and optics. 
 
I, therefore, decided to modify my paper to only one short improvement in Airport 
Lighting. I want to reduce the number of connection in a series circuit. This is only 
possible if we follow the rule of Kirchoff.  The first rule is the sum of the current from 
any node or connection is zero. 
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Kirchoff’s First Rule

At any junction the algebraic sum of the 
current must be zero

Ia + Ib + Ic = 0
OR

Ia = -(Ib + Ic)
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 The second rule is the sum of the voltage in a loop is zero 
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Kirchoff Second Rule

The sum of the changes in potential 
encountered in making a complete loop is 

zero
Vb + E –ir –iR = Vb

E – ir – iR = 0
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. Under the series circuit, all lights are connected from one lamp to the other.  
 To eliminate the outage of all lamp if one lamp fails, an isolation transformer is used to 
connect the individual lamps. 
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Typical Connections 
for Airfield Fixtures
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Airfield Primary Series Loop

A B C D

Ta Tb Tc Td

 
 

In Airport Lighting, all loads (lamps) are connected with an isolation transformer. In 
some instants, two lamps are connected across the secondary of the isolation transformer.  
If one lamp should fail, then both lamps fail unless there is a shorting device across the 
first lamp. Shorting devices consist of fuses, relays or solid state devices that short when 
the voltage goes high.  
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Airport Circuits
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Ia Ib Ic Id

Airfield Primary Series Loop

C.C.R.

SHORTING 
DEVICE

A B C D

Ta Tb Tc Td

 
 
By disconnecting one lamp, the current will continue to flow if a shorting device is used 
and will be zero if there is no device. 
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Airport Circuits 
With One Lamp Out
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Ia Ib Ic Id

Airfield Primary Series Loop

C.C.R.

SHORTING 
DEVICE

A B C D

Ta Tb Tc Td
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Airport Circuits
With One Lamp Out

No Shorting Devices
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Ia Ib Ic Id

Airfield Primary Series Loop

C.C.R.

Id = 0 
without shorting devices

A B C D

Ta Tb Tc Td

 
 
 



 I propose that we can remove wires in the secondary side of the isolation transformers 
and therefore, reduce the number of wires needed for connecting the lamp loads. If we 
have a circuit as shown in this drawing. 
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Airport Circuits 
N+1Wire Per Lamp 
(All 6.6A Lamps)
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6.6A 6.6A 6.6A 6.6A

I = 6.6A

Airfield Primary Series Loop

C.C.R.

A B C D

Ta Tb Tc Td

 
 

 By removing three wires from the above circuit, we can create a continuous circuit that 
will provide a proper path for the current flow.  If a lamp fails, then the current will 
redirect itself and the circuit will be continuous.  The flow of current depends on the path 
and the availability of the current from the source or the transformer.  We can mix and 
match different current by following Kirchoff’s first rule.” The first rule is the sum of the 
current from any node or connection is zero.”  
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Airport Circuits
N+1Wires Per Lamp One Lamp Out

I=6.6A I=6.6A I=6.6AI = 0

6.6A 6.6A 6.6A6.6A

Airfield Primary Series Loop

C.C.R.

A B C D

Ta Tb Tc Td
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N+1Wire Per Lamp 
(Mixed 6.6A and 20A  Lamps)

Airfield Primary Series Loop

C.C.R.

6.6A 6.6A 20A 6.6A

20A6.6A I=6.6A

13.4A

6.6A6.6A 6.6A 6.6A20A

13
.4

A
A B C D

Ta Tb Tc Td

 
 
If we mix a 20 amp circuit with the 6.6 amp circuit, we see the currect flow as follows: 
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N+1Wire Per Lamp 
(Mixed 6.6A and 20A  Lamps 6.6A Lamp Fails)

Airfield Primary Series Loop

C.C.R.

6.6A 6.6A 20A 6.6A

20A
6.6A I=6.6A

20A

0A6.6A 0A 6.6A20A

13
.4

A

0A 6.6A20A

A B C D

Ta Tb Tc Td
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N+1Wire Per Lamp 
(Mixed 6.6A and 20A  Lamps 20A Lamp Fails)

Airfield Primary Series Loop

C.C.R.

6.6A 6.6A 20A 6.6A

0A6.6A I=6.6A

0A

6.6A6.6A 6.6A 6.6A0A

6.6A

A B C D

Ta Tb Tc Td

 
 
Applications of this principal are light bars, PAPI, Wig-Wag, ASMIGS, and multiple 
lamps in a single fixture.  
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Light Bar Example
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Savings of 4 Wires and Connections
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PAPI Example

3 Lamp LHA 100W per Lamp
300 Watts Total

2 Wire Connections Saved

AMERACE Four Pin 
Swedish Style Connector System
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In conclusion, we can use n plus one for the number of wires necessary to connect n 
number of lamps. 
 

24

Conclusion
It is very possible to use only one 

plus the number of lamps for 
connection to the series circuit 
without shorting devices and 

without detriment to the integrity 
of the circuit.
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The new N=1 wiring is covered under patent: 
“Power Circuit for Series Connected Loads”     #4,912,372
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